Built on a design developed from an advanced mathematical model, a practical fiber optic sensor, which is an analog of the familiar 'hot-wire' wind velocity monitor is developed, as an intrinsically-safe sensor device for coal mining monitoring applications. The underpinning optical fiber-based principle used is the shift in the center wavelength of a Fiber Bragg Grating which is cooled by the gas flowing over it and the device sensitivity found was determined to be ~1370pm per unit m/s wind velocity (in the range of 0 -0.57 m/s), ~109pm per unit m/s in the range 0.57-2.26 m/s and ~33pm per unit m/s in the range of 2.26-5.66 m/s. In this paper, the factors that influence the device response time, such as the sensor probe surface heat transfer coefficient, wind (gas) velocity and pump power have been investigated in the laboratory. It was found that the greater the surface dissipation factor of the sensor, the shorter the response time, furthermore, the response time was observed to decrease as the wind velocity increased. A method of further shortening sensor response time using wind speed variation slope is proposed.
INTRODUCTION
Wind velocity measurement plays an important role in the fields of coal mine gas clearance, roadway ventilation and fire safety warning and is an important measurement parameter both in scientific research and many areas of industrial production. As sensors to measure gas/wind velocity are important for a number of such applications, considerable research has been carried out over the years into optimizing their design and performance, using a range of transduction techniques including fiber optic-based methods [1] . Most devices involve traditional electronic sensor methods, including volumetric measurement, turbines, differential pressure monitoring, ultrasonic measurements or electromagnetic flowmeters [2] [3] [4] [5] , for example. Intrinsic safety is required for applications such as coal mining and with the electrical methods mentioned amongst the above examples, there is the potential for 'spark hazards' which could cause explosions of flammable gases e.g. methane which can build up in mines. Optical fiber sensing technology offers the intrinsic safety required from an 'all-optical' measurement approach, at the low optical power levels used in these sensors, with the added benefit of the absence of electromagnetic interference. This allows the development of typically light weight, low power sensors which can readily be placed at considerable distances one from another in a mine (which may be of several kilometers in length) and thus may be sited where flammable gases and explosion hazards can occur [6] .
The 'hot-wire' anemometer (HWA) is an important type of device that has previously been extensively investigated [7, 8] as a familiar electrical device and in its optical analog can be used to measure the wind speed on the basis of a similar principle to the electrical 'hot wire' anemometer. The underpinning principle is that heat is lost to the air flowing over the heated active sensor element, and this is then related to the flow of gas over the heated element (the 'hot wire') and calibrated against the gas velocity. Such a device can be made very sensitive to low wind speeds, such as are experienced in coal mines and thus to be well suited to the application under consideration.
The research on 'Hot-wire'-based velocity sensor using optical fiber has started from 2005. In summary the previous studies [9] [10] [11] [12] [13] [14] [15] , whilst having shown progress over a number of years, have mainly achieved this by including modifications to the fiber geometry, and having a mismatched fusion coupling of a multimode fiber to a single-mode fiber to form a FP cavity, together with fiber gratings inscribed in a cobalt-doped fiber, as well as using a range of coatings and an unusual fiber metal filling method. However, they still show several problems when applied to the design of a better and more effective fiber optic 'hot wire' sensor for the mining application that is the subject of this work. Furthermore, most of the work reported to date on fiber optic hot wire anemometers has been focused on research into new methods for improving the conversion efficiency of light to heat, as well as employing better temperature compensation methods. In this paper, the fiber-optic hot-wire sensor, focusing on the factors that affect its sensitivity and response time. A probe device, based on this, has been constructed and its performance assessed in light of operation in demanding conditions of coal mines.
SENSING PRINCIPLE AND MATHEMATICAL MODEL
The underlying approach to the sensor design is based on the heating of an optical fiber by light from a laser beam, and its cooling by the gas flowing over it (in this application, air) and where the gas/wind velocity is to be measured. The basic measurement principle analyzed is of a heated optical fiber which is connected to a heat-insulating material where the heated fiber is then cooled by the mass of the gas blowing over it, allowing the wind velocity to be measured. The heat in the fiber is generated by using the photothermal conversion effect in the (cobalt-doped) fiber, and this is given by the factor Q in the model. In the analysis carried out, it is assumed that one part of this, given by Q 1 , is trapped inside the sensor element to increase the internal energy and the remaining part, Q 2 , is used to exchange heat with the outside fluid (through the air flow). Therefore
The heat conduction loss, Q cond , the convection loss, Q conv , and the heat radiation loss, Q radi , are now considered. The radiation heat transfer, Q radi , is relatively small compared to the convective heat transfer, Q conv , (ignoring the influence of radiative heat transfer), so the equation Q = Q 1 + Q conv represents a suitable heat transfer model with an internal heat source, where the derivative differential equation that represents the situation is given by [16] :
Here Q' is the time derivative of Q, the factors ρ, c, V, h and A indicate the density, specific heat capacity, volume, heat convection heat transfer coefficient and heat dissipation area of the sensing element respectively, t indicates the real-time temperature and t 0 is the initial temperature, where τ represents time in the equation.
When the sensor reaches a steady state equilibrium under a particular power level applied from the optical source, the temperature rises (and is assumed to be t w ), so the following formula for Q' can be obtained and is given by:
When the sensor is placed in the air flow whose velocity is to be measured, the temperature gradually decreases as the wind speed increases and this situation is given by:
where represents the difference between the sensor temperature in real time and the steady-state temperature ultimately achieved, indicates the maximum temperature difference achieved when the sensor is in use.
When the sensor is placed in the flow field and the air velocity gradually decreases, the temperature gradually rises, as is given by Equation (5).
In the above equation, t 0 indicates the initial temperature, the quantity is the time constant, which is denoted by τ c . From the above analysis, it can be seen that the relationship between the temperature and the time during which the heated element is heated or cooled is shown in Figure 1 . From the above figure, it can be seen that as the wind velocity increases and then decreases (that is when θ/θ 0 is equal to 63.2% and 36.8% respectively), the time τ associated with that is defined as the response time constant and expressed as τ c .
When the sensor reaches a steady-state equilibrium, the temperature no longer changes, and the heat generated by the internal heat source is equal to the amount of heat lost, and hence:
Thus for the Fiber Bragg Grating (FBG) in the optical fiber which is affected by this thermal effect, there is a corresponding wavelength change given by： t k
where λ is the FBG wavelength after the heating/cooling process is applied, λ 0 is the original FBG wavelength (under ambient conditions) and k is the Fiber Bragg Grating temperature coefficient. When using this approach in an actual sensor, a simpler heat dissipation formula, King's law, can be used where: 
In this formula, N u is the Nusselt number, A c and B c are constants that depend on the state of the fluid, and R e is the Reynolds number [16] of the fluid.
Based on the above formula, the expression for the sensor dynamic range (which corresponds to the change in the wavelength of the FBG used), Δλ, and the time, τ, is given by: In this formula, v, u, and k w is the kinematic viscosity coefficient, the velocity and the thermal conductivity of the fluid respectively. l 2 is the characteristic length of the sensing element. It can be seen from the above equations that the wavelength change experienced by the FBG and the response time of sensor are both proportional to the heat capacity of the copper tube and also inversely proportional to the speed and heat dissipation area of the bushing used.
'HOT-WIRE' BASED FIBER OPTIC WIND VELOCITY SENSOR DESIGN
Based on the above analysis, a practical fiber-optic 'hot-wire' sensor probe was designed and built, following which its performance was evaluated. The design, shown in Figure 2 , uses the principles established in the analysis and consists of a Fiber Bragg Grating (FBG) in one fiber, a further co-doped fiber, a bushing and a thermally insulated base. The FBG and the co-doped fiber are inserted, side-by-side, into a 'packaging' designed for the purpose and consisting of an outer copper tube, with an inner diameter of 0.6 mm and a wall thickness of 0.1 mm. This is filled with silicone oil to allow good thermal conduction and thus to form the complete sensing element. One end of this is then brazed to the heat insulating material (to reduce the heat loss caused by the heat conduction of the sensing element) and this design improves the device sensitivity. The modelling carried out and reported above shows that the thermal resistance in the sensor element is much smaller than the convection thermal resistance and enables the correspondence between the wind speed and the center wavelength change of the FBG to be estimated. The sensor probe has the advantage of being relatively small, of low thermal mass and simple in structure, making it relatively inexpensive and convenient to use in different applications. 
EXPERIMENTAL EVALUATION OF RESPONSE TIME
The fiber optic 'hot wire' sensor system used is shown schematically in Figure 3 . The range of available speeds from the flow rate control system is 0 -10m/s, (with an accuracy of (0.03±0.7Vmeasure)m/s, and the repeatability being 0.01m/s. The pump light source operates at wavelengths of either 1480 or 1550 nm, with the laser power being available over a range, up to 500mW. A commercial fast fiber grating interrogator of accuracy ±2pm, and repeatability of 2pm, operating at a frequency of 1kHz is used to determine the wavelength shift in the grating, Δλ. The pump light source is connected to the co-doped fiber and the interrogator to the fiber with the FBG, both in the 'packaged' sensor probe. In operation, the co-doped fiber converts the input light energy into heat energy from the laser pump source, allowing the temperature around the FBG to rise and its central wavelength shifts towards the red, (the magnitude of the shift depending on the power applied). Then convection-based heat transfer occurs when the fluid flows through the bushing surface, heat is dissipated, the temperature around the FBG decreases, and its central wavelength shifts in the opposite direction (towards the blue) as the probe cools. To evaluate their performance, the probe with a pump light power of 149.7mW, 80mW, 30.6mW used, were subjected to air flows at different (and known) velocities in the test wind tunnel. The sensitivity of the sensor is described through the results seen in Figure 4 . From the results obtained as Figure 4 (a), it can be seen that with the increase of wind speed, the FBG wavelength change observed is non-linear, with a higher sensitivity to wind velocity in the lower velocity range. If a commercially available wavelength interrogation device with a 1 pm precision is used to extract the measurement data, the resolution of the sensing system is given from the figure as ~1370pm/(m/s) when the wind speed is in the range of 0 -0.57m/s, ~109pm/(m/s) in the range of 0.57-2.26m/s, and ~33pm/(m/s) beyond that (up to the maximum measured 5.66 m/s in this work). The sensitivity of the device in the important 2.66 -5.66 m/s range is 33pm/(m/s) thus the device is well suited to the wind tunnel facilities in which it was tested and to practical measurements in the mining applications considered.
Experiments were carried out to evaluate response time of a sensor probe under different wind speeds and at the same ambient temperature (to allow a close comparison), as shown in Figure 4 (a) (for 149.7mW), 4 (b) (for 80mW) and 4 (c) (for 30.6mW) respectively. where the wavelength shift caused by the different wind velocities used is monitored with time, until a steady state change is reached.
As can be seen from Figure 4 , as expected the response times of the sensor probe decrease with increasing wind velocity and the wavelength dynamic range increases. The effect on the FBG wavelength change (for each wind velocity shown) is nonlinear with time. In summary, At the velocity of 0.28m/s ~ 5.66m/s and the pump light power of 149.7mW, 80mW, 30.6mW, the FBG wavelength shift reaches 63% of the maximum wavelength change seen within 2.5 seconds. This sensor probe has a faster response time than the previous generation test prototype [17] .
Through analyzing the wavelength change data at 80mW, it can be found that the first five data of each curve in Figure. 4(b) has good linearity, and the fitting curve slopes at different velocity is shown as Table 1 . Which are linearly correlated with the test velocity, shown as Figure 5 . So a method to shorten the response time could be developed according to the above linear correlation. Figure 5 . The first five data's slope of each wavelength change curve at the pump power of 80mW and different velocity, and their fitting curve.
DISCUSSION
Using the principle of the 'hot-wire' anemometer, combined with optical fiber sensing phenomena, this paper has reported on both a theoretical analysis and the subsequent results of experiments carried out with several different probe designs for wind velocity measurement. Theoretical analysis shows that the dynamic range and sensitivity of the designs are related to the power of the light source used, the wind velocity and the heat transfer coefficient of the 'hot-wire' sensor package. The response time of the probe is shown to be related to the heat capacity of the packaging material, the wind speed, and the heat dissipation area. The results show that the fiber-optic 'hot-wire' wind velocity sensor is particularly sensitive at low speeds and has excellent performance. A method of further shortening sensor response time using wind speed variation slope is proposed. Work is on-going to improve the device, where the next step will be to study how to shorten its response time based on the method and increase its upper limit of measurement.
